
D R I  C A N A D A   ·   Y E A R  O F  E X E R C I S E  D E S I G N

THE GREAT
CANADIAN DISASTER
Inject One Debrief  &  Inject Two Briefing

A national tabletop exercise testing decision-making, coordination, and continuity under complex, cascading disruptions.

May 1, 2026  ·  2:45 PM EDT

Test your plans before reality does.



T O D A Y ' S  B R I E F I N G

Agenda

01 Inject One Recap
Where the escalation took us — power lost, cyber suspected, comms degrading

02 How Teams Responded
Eleven submissions across five sectors, under a two-hour clock

03 Submission Highlights
Standout thinking from this round's participants

04 Leaderboard
Current standings — judging in progress

05 Introducing Inject Two
The next escalation — failover versus cyber containment
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I N J E C T  O N E   ·   M A Y  1 ,  2 0 2 6   ·   1 2 : 4 5  P M  E D T

Where Inject One Left Us
Power is lost at primary facilities. UPS and backup generators carry hospitals, data 
centres, and telecom sites — but fuel, generator runtime, and sustaining operations 

are now the pressing concerns.

Telecommunications are unstable as providers shift to backup power — intermittent 
internet, degraded VPN, congested mobile networks. Situational awareness 

deteriorates as news outlets conflict and social media amplifies rumours about the 

cause and duration.

Initial indicators point to a suspected hostile nation-state cyber operation targeting 
grid OT / SCADA — but attribution is unconfirmed.

70% of Canadians without power within 45 

minutes

24–72h typical generator runtime teams planned 

against

Multi-
province

transmission & generation impact

Cyber suspected — restarts held pending 

forensics

C URRENT A SS ES SM ENT
Critical-infrastructure disruption — response focused on life safety, stabilization, and continuity under uncertain 
conditions, with fuel and communications as the binding constraints.

The Great Canadian Disaster  ·  Inject One Debrief & Inject Two Briefing



I N J E C T  O N E

How the Scenario Landed
Five participant groups, five very different realities.

Large Corporations & Critical Infrastructure

A systemic national emergency — both directly 
impacted and part of the response ecosystem. 
Decisions under uncertainty carry operational, legal, 
and reputational weight.

Medium-Sized Corporations

A severe external shock with limited ability to influence 
restoration. Leadership balances continuity, staff 
safety, and customer trust on conflicting information.

Small & Medium Enterprises

A survival-level disruption. Power loss halts sales, 
payments, and deliveries; cash-flow pressure escalates 
fast and recovery depends on community stability.

Communities & Local Governments

A public-safety and trust challenge. Residents look to 
local authorities for coordination and fairness — often 
before clear information is available.

Individuals & Households

A disruptive lived experience. Routines stop abruptly; 
inconsistent information and misinformation drive 
anxiety and practical safety decisions.
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H O W  S U B M I S S I O N S  A R E  R E V I E W E D

Judging Criteria

Decision-Making

Sound, timely choices made under uncertainty and incomplete 
information.

Continuity of Operations

Practical steps to sustain critical services and protect people.

Coordination

Internal and external communication, escalation, and partner 
engagement.

Resilience & Recovery

Forward-looking actions that strengthen recovery and reduce future risk.
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T A B L E T O P  E X E R C I S E   ·   A F T E R - A C T I O N  H I G H L I G H T S

Inject One: What the Teams Did
Eleven teams responded to a cascading national power failure and a suspected cyberattack — here is what 
they flagged, decided, and learned.

11
participating teams

5
sectors represented

2 hr
decision window

National
scale of impact

Team codenames shown as submitted — CIOB · Team Toba · ANDJ · ATCO · WCB AB · BNPP · Maple Leaf Financial · True North Resilience · Resilience Rangers · City of Clearwater



T H E  S E T U P

The scenario every team responded to

Grid collapse

Cascading failure of hydro generation & transmission across multiple 
provinces. Over 70% of Canadians without power within 45 minutes.

Suspected cyberattack

Indicators point to a hostile nation-state operation targeting grid OT / 
SCADA. No system restarts until cyber forensics clear them.

Comms degrading

Telecoms fail as backup power depletes; cellular congestion; internet & 
monitoring unreliable.

Fog & rumour

Misinformation spreading widely on informal channels. Friday, ~midday in 
May — staffing thin, weekend looming.
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1 HOW TEAMS RESPONDED  —  BY THE NUMBERS
Inject 1 · aggregate view across every team

INJECT 1 RECAP

11
teams responded, across five 

sectors

#1
cascading risk named: fuel & 

generator runtime

Life
safety

near-universal first priority

3 / 12
treated cyber as a central threat

Communications:  nearly every team pivoted to PACE fallbacks — satellite phones, radios, runners and in-person EOC coordination — as telecom degraded.

Posture:  most teams held on backup power and deferred alternate-site activation against thresholds, prioritising resource preservation over an immediate failover.



T O P  P R I O R I T I E S

Almost every team ranked the same three

1

Protect life & safety

People first — account for staff, confirm 
welfare, secure facilities and field crews before 

anything else.

2

Establish command & control

Stand up the EOC / IMT / CMT, confirm who is in 
charge, and build a shared situational picture 

under incomplete information.

3

Sustain critical functions

Stabilize and prioritize essential services — 
power, water, payments, emergency response 

— within recovery thresholds.

Cross-cutting:  clear, frequent communication ran through all three — teams treated it as a priority in its own right, not an afterthought.
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K E Y  R I S K S  I D E N T I F I E D

The threats teams flagged most

Communications failure

Telecom degradation cripples coordination and 

public messaging — named high / high by nearly 
every team.

Fuel & backup power

Generators run 24–72h; resupply uncertain and 

teams rarely hold priority refuelling contracts.

Staff safety & availability

People can't reach work, leave to protect family, or 

face safety risks on site and in the field.

Loss of critical services

Water, wastewater, payments, 911, hospitals and 

core systems at risk as power fades.

Misinformation & trust

Rumour outpaces verified information, fuelling panic 

and eroding public confidence.

Cyber escalation

A suspected nation-state origin means restarting 

systems too soon could deepen the compromise.
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D E C I S I O N S  &  A U T H O R I T Y

What got decided — and who decided it

Key decisions made

• Activate EOC / IMT / CMT crisis-management structures

• Declare a business-continuity or crisis incident

• Reduce non-essential systems to conserve fuel & generator runtime

• Send non-essential staff home; protect and account for people

• Prioritize fuel and power to life-safety and critical systems

• Hold systems offline pending cyber forensics

• Evaluate — and often defer — alternate-site / DR activation against a 
defined trigger

Decision authority & structure

• Tiered command: IMT (tactical) → CMT (strategic) → Executive / CEO / 
Premier

• Incident Command System (ICS) roles widely used

• Pre-delegated authority lets front lines act fast

• Municipalities: City Manager + EOC Director; Council provides oversight 
only

• Federal teams escalate cyber in parallel to CSIRT / CCCS

• Strategic calls (public messaging, major spend) held at executive level
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F U N C T I O N S  &  R E S O U R C E S

What had to keep running — and with what

Critical functions protected

• Emergency services (fire, police, ambulance, 911)

• Water & wastewater treatment

• Payments, settlement & access to funds (financial teams)

• Internal & external communications

• Data centres / critical business applications

• Employee safety & accountability

Resources leaned on

• Backup generators & fuel (the binding constraint)

• EOC / IMT / CMT teams and ICS roles

• Satellite phones, radios, landlines, phone trees, ARES amateur radio

• Manual workarounds — paper forms, offline logs

• Mass-notification systems (Everbridge, RAVE)

• Mutual aid & partners (often delayed at national scale)
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C O M M U N I C A T I O N S

Internal, external & fighting misinformation

Internal

Phone trees, radio, satellite phones, in-person 
runners. PACE plans (primary → alternate → 
contingency → emergency). SitRep cadence 
every 30–60 minutes.

External

Audiences: customers/public, regulators, media, 
partners. Message: acknowledge, reassure, set a 
fixed update schedule. Governments lead public-
facing messaging.

Misinformation

Establish a single source of truth; official 
channels only. Actively monitor social & news for 
rumours. Rapid, plain-language corrections; staff 
avoid speculation.

Signature move:  where digital failed, radio and analog channels kept internal coordination alive — the teams that planned for it stayed connected.
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L O O K I N G  A H E A D

Cascading risks & decision triggers

Cascading risks (next 2–4 hours)

• Generator fuel depletion across sites

• Telecom collapse as network backup power fails

• Loss of physical security (cameras, access control)

• Vulnerable populations at growing risk

• Staff fatigue and thinning coverage

• Cyber compromise spreading to more systems

Decision triggers (escalate / change)

• Backup power nearing depletion

• Confirmed active cyber threat in systems

• Total telecom failure → shift to backup comms

• Recovery thresholds (MAO / MAD) about to be breached

• Failover / alternate-site activation against a defined trigger

• De-escalate when power, comms & systems stabilize
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1 WHAT WORKED WELL  —  STRENGTHS
Strengths demonstrated across the exercise

INJECT 1 RECAP

Threshold-driven decisions

Teams anchored choices to life safety and to impact / maximum-downtime 
thresholds rather than rushing into recovery.

Communications resilience

Broad adoption of PACE fallbacks kept a common operating picture intact as 
primary channels failed.

Single source of truth

Most teams routed messaging through a comms / crisis-team approval gate 
and excluded social media as a source.

Resource preservation

Non-essential load was shed early to stretch generator runtime and protect 
recovery capacity.



W H A T  W O R K E D  W E L L

Strengths teams saw in themselves

Fast activation

EOCs and incident teams stood up within ~30 

minutes, establishing command quickly.

Cross-functional reflex

Cyber, ops, HR, comms and security pulled together 

rather than working in silos.

Plans paid off

Existing BCP / DR playbooks, drills and ICS training 

made the early response smoother.

Life safety & comms first

Teams instinctively led with people safety and early, 

honest public messaging.

Analog as fallback

Where digital failed, radio, satellite and manual 

processes kept coordination alive.

Real-world experience

Teams drew on lived events — the Iberian blackout, 

Puerto Rico fuel lessons — to steady decisions.
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1 COMMON GAPS  —  WHERE PLANS FELL SHORT
The weaknesses this next inject is built to probe

INJECT 1 RECAP

Cyber under-weighted

Only a few teams treated the event as a cyber incident; several assumed no 
concurrent attack and did not plan OT / IT containment.

Untested failover & fuel

Backup-power runtime, fuel resupply and alternate-site activation were often 
assumed rather than verified.

Communications dependencies

Heavy reliance on email, cellular and internet, with limited satellite / radio and 
offline contact procedures.

Undefined triggers

Escalation and alternate-site activation thresholds were frequently left as 
open questions, not decisions.



G A P S  I D E N T I F I E D

Where teams want to get stronger

Comms fragility

Over-reliance on cellular & digital; few analog / radio 

backups and limited backup devices.

Fuel resupply

No pre-arranged priority refuelling contracts; on-site 

storage and tracking under-developed.

Activation triggers

Plans exist but lack clear thresholds for when to 

declare an incident, SOLE, or DR.

Situational awareness

Tendency to chase unverified info; teams want to 

separate facts, assumptions & unknowns.

Staffing & fatigue

Weekend / off-hours coverage gaps and thin surge 

plans create systemic exposure.

Messaging readiness

Few pre-approved public templates; vulnerable-

population needs not fully mapped.
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K E Y  I N S I G H T S

Five takeaways to carry forward

1
Communication resilience = operational resilience

If comms fail, response fails. Invest in radios, sat phones and analog backups — not just IT.

2
Discipline beats data in the fog

Separate facts, assumptions and unknowns; act on what's confirmed and avoid premature decisions.

3
Define clear activation triggers

Plans aren't enough — pre-set the thresholds that trigger DR / BCP / failover so activation is intentional.

4
Plan to stand alone

In a national-scale event, mutual aid is delayed; assume prolonged, isolated operation.

5
Treat grid + cyber as enterprise-wide

A combined event is never one team's problem — coordinate across the whole organization.



S U B M I S S I O N  H I G H L I G H T S

Standout thinking this round

Team G

A structured 7-step misinformation framework 
anchored on a single source of truth, plus ARES 
amateur radio and satellite phones for degraded 
comms.

Team I

Reframed the event as enterprise-wide, applied PACE 
communications discipline, and drew on Puerto Rico 
fuel-management lessons.

Team L

A team with lived experience of the 2025 Iberian 
blackout; treated it as a possible OT / ICS attack with a 
malware-containment sweep.

Team C

Sharp conflicting-priorities analysis — production vs. DR 
failover on a 2-hour go/no-go — and a 3-day payment 
buffer insight.

Various Teams

Consequence-based posture that refused to wait on 
attribution; redundancy-first comms and a State of 
Local Emergency with cooling centres.

Teams A & B

A disciplined MAD-threshold decision framework and a 
deliberate 'sustain & monitor' restraint over premature 
site activation.
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A D D  Y O U R  T H O U G H T S

Strong instincts. Now let's close the gaps.

What did you learn from Inject One — before we head into the next escalation?



L E A D E R B O A R D   —   O V E R A L L  S T A N D I N G S

Inject One Results
11 teams  ·  final = average of judges (1–5 scale)

2
Team I

2nd

1

Team F
3

Team C

Judging in progress

Scores will be finalized once all judges' sheets are averaged. Ranks and 
finals are placeholders pending review.

RANK TEAM FINAL

1 Team F 4.41

2 Team I 4.29

3 Team C 4.23

4 Team A 4.06

5 Team G 3.98

6 Team J 3.96

7 Team H 3.66

8 Team L 3.75

9 Team B 3.73

10 Team E 2.89

11 Team K 2.80
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Team Atco
Resilience Rangers

Team WCB



T H E  G R E A T  C A N A D I A N  D I S A S T E R   ·   F I N A L  S T A N D I N G S

Overall Leaderboard — After Two Injects
Combined results across Inject One and Inject Two

2

Team CIOB

2ND PLAC E

1

Team TOBA

1ST PLAC E

3

Resilience Rangers &
Team WCB

3RD  PLAC E



T H E  S I T U A T I O N  E V O L V E S

Introducing Inject Two
The outage is confirmed cyber-related with no restoration timeline, and telecom keeps failing as backup power runs down — 
your team's next two hours start now.

S TART TI ME

2:45 PM EDT

NEXT IN JEC T

24 hours

DA TE

May 1, 2026



I N J E C T  T W O   ·   M A Y  1 ,  2 0 2 6   ·   2 : 4 5  P M  E D T

The Situation

Roughly four hours into the event, the picture has sharpened and worsened. Authorities have now 
confirmed the national outage is cyber-related. No restoration timeline is available. 
Telecommunications continue to deteriorate as provider backup power depletes, and mobile and 
internet service is failing in a widening set of regions.

Security teams — your own and your partners’ — are detecting anomalous traffic directed at 
backup and recovery environments. Vendor advisories now warn that failover and alternate 
operating environments may themselves be compromised. This turns a straightforward continuity 
move — fail over to your backup — into a risk decision: failing over quickly may restore operations, 
or may spread the compromise into the one environment you were holding in reserve.

At the same time, the resource pressure your teams forecast in Inject 1 is arriving. Generator 
runtime and fuel reserves at primary and backup sites are now approaching the thresholds many 
of you identified as your key cascading risk, and fuel resupply cannot be confirmed. The core 
tension of this phase is the trade-off between rapid failover and cyber containment — under 
deteriorating power, degrading communications, and information you cannot fully verify.

RIS K  & RESI L IENC E  TR EN DS

• Cyber Event

• IT Disruptions

• HR Issues

• Financial Conditions

• Reputational Risks

P ROF ESS IO N AL PRA C TIC ES

2 Risk Assessment

5 Incident Preparedness & Response

9 Crisis Communications

10 Coordination with External Agencies
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The core tension:  rapid failover versus cyber containment — under deteriorating power, degrading 

communications, and information you cannot fully verify.

The national outage is confirmed cyber-related. There is no restoration timeline, and 
telecommunications keep failing as provider backup power runs down across a widening set of 

regions.



I N J E C T  T W O

Sector impacts as the crisis deepens

Large Corporations & Critical Infrastructure

Anomalous traffic on recovery environments turns a 
routine failover into a risk decision — restore 
operations, or spread the compromise into your last 
reserve.

Medium-Sized Corporations

Backup power depletes with no confirmed resupply; 
leaders must choose what to shed while degraded 
comms limit coordination across sites.

Small & Medium Enterprises

Digital payments and connectivity fail; survival hinges 
on cash handling, simple manual processes, and 
customer trust.

Communities & Local Governments

A sustained continuity challenge — fuel rationing, 
vulnerable-population welfare, and verified public 
messaging under a possible State of Local Emergency.

Individuals & Households

A prolonged outage with a confirmed cyber cause 
heightens anxiety; reliance on official channels grows 
amid persistent rumour.
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O V E R  T H E  N E X T  T W O  H O U R S

Discussion Questions
How does your team resolve the tension between rapid failover and cyber containment while power and communications 

continue to degrade?

1
Failover decision  —  Activate your backup / alternate site / manual processes now, defer against a defined trigger, or hold? What evidence would move 
you — and who holds the authority to decide?

2
Containment vs. restoration  —  How do you weigh leadership's pressure for system access against the risk of spreading a compromise into your 
recovery environment? What must be verified before reconnection?

3
Power & fuel  —  With generator runtime and fuel approaching critical thresholds, what do you shed, prioritize, or escalate — and does this change your 
failover timing?

4
Verified communication  —  With even vendor advisories uncertain, how do you decide what staff, customers, and the public are told — and avoid 
amplifying unverified information?



B E F O R E  Y O U  R E S P O N D

Revisit your Inject One assumptions

Which of the assumptions you recorded in Inject One still hold now that the cause is confirmed cyber?

If you assumed no concurrent cyber attack — or that backup power and failover would activate cleanly — how 

does that change your posture?

Many teams flagged fuel depletion and comms fragility as their key cascading risks in Inject One. Those thresholds are now 

arriving — is your plan ready for them?

Test your plans before reality does.
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The clock starts now.

Two hours.  Failover versus containment.  Verify before you reconnect.

>  >  >  >



Empowering Canada's continuity professionals to build a resilient nation.

Test your plans before reality does.
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